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Section VIII: Typical wiring diagrams

 Figure 11:  Connection wiring diagram 
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 Figure 12:  Ladder wiring diagram 



6310638-UIM-B-0823

Johnson Controls Ducted Systems 19

 Figure 13:  R-410A quick reference guide

Third-Party Trademarks: For information about third-party trademarks, refer to the relevant company websites.

R-410A QUICK REFERENCE GUIDE

Refer to Installation Instructions for specific installation requirements

R-410A refrigerant operates at 50 - 70 percent higher pressures than R-22. Be sure that servicing 

equipment and replacement components are designed to operate with R-410A. 

R-410A refrigerant cylinders are rose colored. 

Recovery cylinder service pressure rating must be 400 psig, DOT 4BA400, or DOT BW400.

Recovery equipment must be rated for R-410A.

DO NOT  use R-410A service equipment on R-22 systems. All hoses, gages, recovery cylinders, charging 

cylinders and recovery equipment must be dedicated for use on R-410A systems only.

Manifold sets must be at least 700 psig high side, and 180 psig low side, with 550 psig retard.

All hoses must have a service pressure rating of 800 psig.

Leak detectors must be designed to detect HFC refrigerants.

Systems must be charged with liquid refrigerant. Use a commercial type metering device 

in the manifold hose.

R-410A can only be used with POE type oils.

POE type oils rapidly absorb moisture from the atmosphere.

Vacuum pumps will not remove moisture from R-410A refrigerant oils.

Do not use liquid line driers with a rated working pressure rating less than 600 psig.

Do not install suction line driers in the liquid line.

A liquid line drier is required on every unit.

Do not use a R-22 TXV. If a TXV is to be used, it must be a R-410A TXV.

Never open system to atmosphere when under a vacuum.

If system must be opened for service, evacuate system then break the vacuum with dry nitrogen 

and replace all filter driers.
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NOTES
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Section IX: Start-up sheet

Low Medium Low Medium Medium High High

1 2 3 4 5

ADJUST

A B C D

A B C D

Residential Package Unit Cooling With Electric Heat Start-Up Sheet 
 Proper start-up is critical to customer comfort and equipment longevity

Total external static pressure

Slab Roof curb Supply Return

Condensate drain properly connected per the installation instructions Condensate trap has been primed with water

Duct connections are complete:

Number of filters Filter size

Unit is level and installed on:

Filters installed Filter located inside Filter located outside

Retrofit

New Construction

Grade level

Roof level

Commercial

Residential

Side flow

Down flow

Line voltage present at disconnect

Low voltage present at control board "R & C"

Ground connected

Start-Up TechnicianCompany Name

EconomizerTransformer kit Roof curb kit Burglar bar kit

Filter frame kit

Three phaseSingle phase

Two stage compressorSingle stage compressor

208 volts AC 230 volt AC 460 volts AC 575 volts AC

Anti-recycle timer

Measured voltage "L1 to L2" "L2 to L3" "L1 to L3"

Total amperes "L1" "L2" "L3"Compressor amperes "L1" "L2" "L3"

Measured voltage "R" and "C" outdoor unit control board

Air Flow Setup / Cooling

Supply static (inches of water column) Supply air dry bulb temperature

Return air dry bulb temperature

Temperature drop

A B C D

 Blower Type
&

Set-Up

Outside air dry bulb temperature

Return air wet bulb temperature

Supply air wet bulb temperature

Return static (inches of water column)

Electrical Connections & Inspection (Check all that apply)

Equipment Data

Additional Kits & Accessories Installed (Check all that apply)

ECM

X-13

PSC

COOL

DELAY

Equipment Data
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Name Address

City State or Province Zip or Postal Code

Daytime Phone

Unit Model # Unit Serial #

Transformer wired properly for primary supply voltageInspect wires and electrical connections

Unit Location and Connections (Check all that apply)

General Information (Check all that apply)

Start-Up Date

Refrigerant safety kit Low ambient kit Crank case heater

Hail guard kit

Manual fresh air damper kit Motorized fresh air damper kit

Filters

Owner Information



Subject to change without notice. Published in U.S.A. 6310638-UIM-B-0823
Copyright © 2023 by Johnson Controls. All rights reserved. Supersedes: 6310638-UIM-A-1222

York International Corp.
5005 York Drive

Norman, OK 73069

Measured Amperage

Measured Voltage

Heating return air  
dry bulb temperature

Number  
of elements

Heating supply air  
dry bulb temperature Air temperature rise

Single Phase

Three Phase

Refrigerant Charge and Metering Device

Subcooling

R-410A R-22

Discharge line  
temperature Superheat 

Discharge pressureData plate - lbs / Oz

TXV# / Orifice size

Explain operation of system to equipment owner

Explain the importance of regular filter replacement and equipment maintenance 

Clean Up Job Site

Owner Education

Comments and Additional Job Details

Provide owner with the owner's manual

Explain thermostat use and programming (if applicable) to owner 

Unit Operation and Cycle Test
Operate the unit through continuous fan cycles from the thermostat, noting and correcting any problems

Operate the unit through cooling cycles from the thermostat, noting and correcting any problems

Job site has been cleaned, indoor and outdoor debris removed from job site

Tools have been removed from unit

All panels have been installed

TXV Fixed Orifice Liquid line temperatureSuction pressure

Suction line temperature

Electric heat kit   -   Model number Serial number Rated KW

Heater 1

Heater 6

Heater 3

Heater 5

Heater 2

Heater 4

Heater 1

Heater 4

Heater 2

Heater 5

Heater 3

Heater 6

Electric Heat
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